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GENERAL CONSTRUCTION NOTES 1.	WITHIN THE PLAN WHENEVER THE WORD "INCIDENTAL" IS USED IT SHALL MEAN NO DIRECT PAYMENT WITHIN THE PLAN WHENEVER THE WORD "INCIDENTAL" IS USED IT SHALL MEAN NO DIRECT PAYMENT WILL BE MADE FOR THAT ITEM. 2.	CONTRACTOR SHALL PROTECT FROM DAMAGE ALL EXISTING PAVEMENTS AND CURB DESIGNATED TO CONTRACTOR SHALL PROTECT FROM DAMAGE ALL EXISTING PAVEMENTS AND CURB DESIGNATED TO REMAIN. ANY PAVEMENTS OR CURBS DAMAGED BY THE CONTRACTOR SHALL BE REPAIRED BY THE CONTRACTOR AT NO COST TO THE OWNER. 3.	GRADES SHOWN ARE FINISH SURFACE ELEVATIONS. THE CONTRACTOR SHALL MAKE APPROPRIATE GRADES SHOWN ARE FINISH SURFACE ELEVATIONS. THE CONTRACTOR SHALL MAKE APPROPRIATE DEDUCTIONS FOR VARYING SURFACES TO DETERMINE SUBGRADE ELEVATIONS. 4.	ALL EXISTING AND PROPOSED STRUCTURE ACCESS COVERS SHALL BE ADJUSTED TO FINISHED GRADE ALL EXISTING AND PROPOSED STRUCTURE ACCESS COVERS SHALL BE ADJUSTED TO FINISHED GRADE BY THE CONTRACTOR. 5.	ALL CONCRETE TRUCKS SHALL WASH OUT WITHIN THE PROJECT LIMITS AWAY FROM ANY WATERS OF ALL CONCRETE TRUCKS SHALL WASH OUT WITHIN THE PROJECT LIMITS AWAY FROM ANY WATERS OF THE STATE (INCLUDING HIGHWAY DITCHES), AT A LOCATION SPECIFIED BY THE ENGINEER.  HARDENED CONCRETE MUST BE REMOVED FROM THE PROJECT LIMITS AND PROPERLY DISPOSED OF OFF MN/DOT R/W (INCIDENTAL). 6.	WHENEVER THE PHRASE "MIN." IS USED IN THIS PLAN, IT SHALL MEAN THE WORD MINIMUM. WHENEVER THE PHRASE "MIN." IS USED IN THIS PLAN, IT SHALL MEAN THE WORD MINIMUM. 7.	THE RIGHT-OF-WAY SHOWN IN THE PLAN GIVES A GRAPHICAL LOCATION WITH RESPECT TO THE THE RIGHT-OF-WAY SHOWN IN THE PLAN GIVES A GRAPHICAL LOCATION WITH RESPECT TO THE GEOMETRIC LOCATION. 8.	CONSTRUCTION DEWATERING, IF REQUIRED, SHALL BE CONSIDERED INCIDENTAL WITH NO ADDITIONAL CONSTRUCTION DEWATERING, IF REQUIRED, SHALL BE CONSIDERED INCIDENTAL WITH NO ADDITIONAL COMPENSATION THEREFOR. THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ANY PERMITS AND COMPLYING WITH ALL APPLICABLE LOCAL, STATE, AND FEDERAL REGULATIONS. 9.	THE CONTRACTOR SHALL COORDINATE THE WORK WITH OTHER PROJECTS IN THE DOWNTOWN AREA THE CONTRACTOR SHALL COORDINATE THE WORK WITH OTHER PROJECTS IN THE DOWNTOWN AREA INCLUDING PLANNED BUILDING IMPROVEMENTS AT THE WELLS FARGO CENTER WHICH INCLUDES EXTERIOR BUILDING AND SIDEWALK WORK.
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UTILITIES 1.	THE CONTRACTOR IS HEREBY REMINDED OF HIS RESPONSIBILITY UNDER STATE LAW TO CONTACT ALL THE CONTRACTOR IS HEREBY REMINDED OF HIS RESPONSIBILITY UNDER STATE LAW TO CONTACT ALL UTILITIES THAT MAY HAVE FACILITIES IN THE AREA.  CONTACT MUST BE MADE THROUGH GOPHER STATE ONE-CALL. 2.	THE SUBSURFACE UTILITY INFORMATION IN THIS PLAN IS UTILITY QUALITY LEVEL "D". THIS UTILITY THE SUBSURFACE UTILITY INFORMATION IN THIS PLAN IS UTILITY QUALITY LEVEL "D". THIS UTILITY QUALITY LEVEL WAS DETERMINED ACCORDING TO THE GUIDELINES OF CI/ASCE 38-02, ENTITLED "STANDARD GUIDELINES FOR THE COLLECTION AND DEPICTION OF EXISTING SUBSURFACE UTILITY DATA." 3.	THE FOLLOWING UTILITIES HAVE FACILITIES WITHIN THE PROJECT LIMITS: THE FOLLOWING UTILITIES HAVE FACILITIES WITHIN THE PROJECT LIMITS: CENTURYLINK CHARTER COMMUNICATIONS CITY OF DULUTH COMPUDYNE CONSOLIDATED COMMUNICATIONS (FORMERLY KNOWN AS, NESC) DULUTH ENERGY SYSTEMS MINNESOTA POWER PAUL BUNYAN TELEPHONE ZAYO BANDWIDTH 4.	THE CONTRACTOR IS REQUIRED TO FULLY SUPPORT ANY EXISTING UTILITIES ENCOUNTERED DURING THE THE CONTRACTOR IS REQUIRED TO FULLY SUPPORT ANY EXISTING UTILITIES ENCOUNTERED DURING THE EXCAVATION TO PREVENT DAMAGE TO THE INPLACE UTILITY. ANY EXPOSED UTILITY SHALL BE REBEDDED IN CLEAN, COMPACTIBLE SAND OR AS REQUIRED BY THE FACILITY OWNER. THE CONTRACTOR IS RESPONSIBLE FOR VERIFYING THE SUPPORT AND BACKFILL REQUIREMENTS OF INPLACE UTILITIES. ALL COST OF COORDINATING THE CONSTRUCTION OF THE WORK IN THE VICINITY OF EXISTING UTILITIES TO REMAIN INCLUDING EXPOSING, SUPPORTING (BRACING OR SHORING), WORKING AROUND, AND BACKFILL SHALL BE CONSIDERED INCIDENTAL. 5.	ANY ROADWAY SUBDRAIN PIPE ENCOUNTERED DURING THE WORK THAT IS REMOVED TO CONSTRUCT ANY ROADWAY SUBDRAIN PIPE ENCOUNTERED DURING THE WORK THAT IS REMOVED TO CONSTRUCT THE WORK SHALL BE REPLACED TO ITS EXISTING CONFIGURATION AND ALIGNMENT AT NO ADDITIONAL COST (INCIDENTAL). 6.	MINOR RELOCATION OR ADJUSTMENT OF BURIED TELEPHONE OR POWER TO ACCOMMODATE THE DUCT MINOR RELOCATION OR ADJUSTMENT OF BURIED TELEPHONE OR POWER TO ACCOMMODATE THE DUCT BANK IS ANTICIPATED BUT SHALL NOT RELIEVE THE CONTRACTOR OF HIS RESPONSIBILITY TO SUPPORT, COORDINATE AND WORK AROUND EXISTING FACILITIES AT DESCRIBED IN NOTE 4 OF THIS SECTION.
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REMOVALS 1.	PROVIDE FOR THE REMOVAL AND DISPOSAL OF ANY INPLACE SURFACING, OTHER PROVIDE FOR THE REMOVAL AND DISPOSAL OF ANY INPLACE SURFACING, OTHER STRUCTURES OR DEBRIS THAT WOULD INTERFERE WITH CONSTRUCTION.  ALL SUCH MATERIALS SHALL BECOME THE PROPERTY OF THE CONTRACTOR UNLESS NOTED OTHERWISE AND SHALL EITHER BE RECYCLED TO THE EXTENT ALLOWED OR DISPOSED OF OFF THE RIGHT OF WAY IN ACCORDANCE WITH Mn/DOT SPECIFICATION 2104. 2.	UNLESS A PAY ITEM IS PROVIDED THEREFOR, REMOVAL OF MISCELLANEOUS UNLESS A PAY ITEM IS PROVIDED THEREFOR, REMOVAL OF MISCELLANEOUS ABANDONED UTILITIES AND MATERIAL ENCOUNTERED DURING THE WORK SHALL BE INCIDENTAL. 
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GRADING, BASE, & SURFACE 1.	UNSUITABLE MATERIALS ARE TOPSOILS, DEBRIS, PEAT, MUCK AND 	ORGANIC OR OTHER UNSTABLE UNSUITABLE MATERIALS ARE TOPSOILS, DEBRIS, PEAT, MUCK AND 	ORGANIC OR OTHER UNSTABLE ORGANIC OR OTHER UNSTABLE SOILS. 2.	SELECT GRANULAR MATERIAL MOD. 7% IS DEFINED AS SELECT GRANULAR BORROW PER MnDOT SELECT GRANULAR MATERIAL MOD. 7% IS DEFINED AS SELECT GRANULAR BORROW PER MnDOT SPECIFICATION 3149.B2 MODIFIED SUCH THAT THE RATIO OF THE PORTION PASSING THE #200 SIEVE DIVIDED BY THE PORTION PASSING THE 1 INCH SIEVE MAY NOT EXCEED 7 PERCENT BY MASS. 3.	ALL GRANULAR MATERIAL, SELECT GRANULAR MATERIAL, SELECT GRANULAR MOD. 7%, AND AGGREGATE ALL GRANULAR MATERIAL, SELECT GRANULAR MATERIAL, SELECT GRANULAR MOD. 7%, AND AGGREGATE BASE, SHALL BE COMPACTED BY THE SPECIFIED DENSITY METHOD. 4.	THE BOTTOM OF ALL EXCAVATIONS SHALL BE SHAPED AND COMPACTED. THE BOTTOM OF ALL EXCAVATIONS SHALL BE SHAPED AND COMPACTED. 5.	BITUMINOUS, CONCRETE, AND ALL SUBSURFACE SOILS DISTURBED BY CONSTRUCTION SHALL BECOME BITUMINOUS, CONCRETE, AND ALL SUBSURFACE SOILS DISTURBED BY CONSTRUCTION SHALL BECOME PROPERTY OF THE CONTRACTOR.  THIS MATERIAL MAY BE RECYCLED AND REUSED, TO THE EXTENT ALLOWED BY MN/DOT SPECIFICATIONS AND THESE RECOMMENDATIONS OR SHALL BE DISPOSED OF OUTSIDE MN/DOT RIGHT OF WAY IN ACCORDANCE WITH MN/DOT SPECIFICATION 2104. 6.	THE CONTRACTOR SHALL NOT STORE EXCAVATED MATERIAL OUTSIDE THE PLANNED CONSTRUCTION THE CONTRACTOR SHALL NOT STORE EXCAVATED MATERIAL OUTSIDE THE PLANNED CONSTRUCTION LIMITS UNLESS APPROVED BY THE ENGINEER. 7.	PROVIDE A SAWCUT WHERE PLACING NEW PAVEMENT ADJACENT TO INPLACE PAVEMENT TO ENSURE A PROVIDE A SAWCUT WHERE PLACING NEW PAVEMENT ADJACENT TO INPLACE PAVEMENT TO ENSURE A UNIFORM JOINT.

AutoCAD SHX Text
ELECTRICAL CONDUIT AND MANHOLE NOTES 1.	ALL CONDUIT AND MANHOLE INSTALLATION SHALL CONFORM TO THE APPLICABLE MnDOT, NECA/NEIS ALL CONDUIT AND MANHOLE INSTALLATION SHALL CONFORM TO THE APPLICABLE MnDOT, NECA/NEIS AND NEMA STANDARDS. 2.	PROVIDE CONDUIT CONNECTIONS TO PROPOSED MANHOLES/VAULTS IN ACCORDANCE WITH PROVIDE CONDUIT CONNECTIONS TO PROPOSED MANHOLES/VAULTS IN ACCORDANCE WITH MANHOLE/VAULT MANUFACTURER'S RECOMMENDATIONS. 3.	INSTALL CONDUIT TO LOCATE TOP OF CONDUIT AT DEPTHS AS INDICATED ON DRAWINGS. INSTALL CONDUIT TO LOCATE TOP OF CONDUIT AT DEPTHS AS INDICATED ON DRAWINGS. 4.	JOIN CONDUIT USING ADHESIVE AS RECOMMENDED BY MANUFACTURER. MINNESOTA POWER SHALL JOIN CONDUIT USING ADHESIVE AS RECOMMENDED BY MANUFACTURER. MINNESOTA POWER SHALL SUPPLY ADHESIVE. 5.	CONTRACTOR SHALL NOTIFY MINNESOTA POWER TO OBTAIN ENTRY TO MANHOLES. MP PERSONNEL CONTRACTOR SHALL NOTIFY MINNESOTA POWER TO OBTAIN ENTRY TO MANHOLES. MP PERSONNEL MUST BE ON SITE WHEN WORK IS PERFORMED IN MANHOLES. 
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TYPICAL DUCT BANK SECTION  APPLIES: STA. 22+09 TO STA. 29+27 (CONDUIT SPACING & MATERIALS SHALL MEET MINIMUM N.E.C. REQUIREMENTS.) NTS
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KEY NOTES (APPLY TO ALL TYPICAL SECTIONS AS NOTED): 1	L1TH JOINT SHALL BE PROVIDED AT ALL TRANSVERSE JOINTS. WHEN THE L1TH JOINT CONNECTS TO EXISTING L1TH JOINT SHALL BE PROVIDED AT ALL TRANSVERSE JOINTS. WHEN THE L1TH JOINT CONNECTS TO EXISTING PAVEMENT, IT SHALL BE PAID FOR AS DRILL AND GROUT REINFORCEMENT BAR (EPOXY COATED) BY THE EACH. WHEN THE L1TH JOINT IS LOCATED BETWEEN THE NEW CONCRETE PANELS OR BETWEEN NEW PANELS AND CURB IT SHALL BE CONSIDERED INCIDENTAL. 2	INPLACE UTILITY LOCATIONS VARY REFER TO PLANS. INPLACE UTILITY LOCATIONS VARY REFER TO PLANS. 3	CONCRETE ENCASEMENT SHALL CONSIST OF MIX HIGH EARLY CONCRETE COLORED WITH RED DYE. BACKFILL SHALL CONCRETE ENCASEMENT SHALL CONSIST OF MIX HIGH EARLY CONCRETE COLORED WITH RED DYE. BACKFILL SHALL COMMENCE WHEN CONCRETE STRENGTH IS 75% OF THE CONCRETE STRENGTH. CONCRETE CYLINDER TESTS FOR EACH DAY'S POUR SHALL ESTABLISH TIMING. REFER TO SPECIAL PROVISIONS FOR ADDITIONAL REQUIREMENTS. 4	NO ADJUSTMENTS (INCREASES) IN PAY QUANTITIES OR PRICES WILL BE MADE FOR TRENCH EXCAVATION LIMITS NO ADJUSTMENTS (INCREASES) IN PAY QUANTITIES OR PRICES WILL BE MADE FOR TRENCH EXCAVATION LIMITS BEYOND THOSE SHOWN OR AS MAY BE REQUIRED TO FACILITATE THE CONTRACTOR'S OPERATIONS, STABILITY OF SLOPES, PREVENT UNDERMINING OF THE PAVEMENTS TO REMAIN, OR OSHA SAFETY REQUIREMENTS.    5	SPACERS SHALL SECURELY SUPPORT AND MAINTAIN UNIFORM SPACING OF THE PIPE ASSEMBLY AND CHAIRS SPACERS SHALL SECURELY SUPPORT AND MAINTAIN UNIFORM SPACING OF THE PIPE ASSEMBLY AND CHAIRS SHALL PROVIDE 3 INCHES ABOVE THE BOTTOM OF THE PREPARED BASE DURING THE CONCRETE POUR. SECURE SPACERS TO PIPES AND EARTH TO PREVENT FLOATING DURING CONCRETE POUR. PROVIDE NONFERROUS TIE WIRES TO PREVENT DISPLACEMENT OF THE PIPE DURING THE CONCRETE POUR. TIE WIRES SHALL NOT ACT AS SUBSTITUTE FOR SPACERS. MAINTAIN 7.5-INCH SPACING BETWEEN CONDUITS (CENTER TO CENTER). 6	MINNESOTA POWER SHALL FURNISH 6" CONDUIT AND FITTINGS FOR INSTALLATION BY CONTRACTOR. MINNESOTA POWER SHALL FURNISH 6" CONDUIT AND FITTINGS FOR INSTALLATION BY CONTRACTOR. 7	SHALL NOT BE MEASURED SEPARATELY BUT SHALL BE INCLUDED FOR PAYMENT UNDER ITEM 2550.603, "DUCT SHALL NOT BE MEASURED SEPARATELY BUT SHALL BE INCLUDED FOR PAYMENT UNDER ITEM 2550.603, "DUCT BANK". 8	FINAL GRADES SHALL MATCH EXISTING GRADES UNLESS OTHERWISE NOTED IN THE PLANS. FINAL GRADES SHALL MATCH EXISTING GRADES UNLESS OTHERWISE NOTED IN THE PLANS. 9	REMOVE (INCIDENTAL). REMOVE (INCIDENTAL). 10	PAYMENT FOR COMMON EXCAVATION SHALL BE LIMITED TO REMOVAL OF INPLACE MATERIAL BETWEEN BOTTOM OF PAYMENT FOR COMMON EXCAVATION SHALL BE LIMITED TO REMOVAL OF INPLACE MATERIAL BETWEEN BOTTOM OF INPLACE PAVEMENT AND BOTTOM OF PROPOSED SELECT GRANULAR BORROW. 11	WHERE ADJACENT PAVEMENT IS UNDERMINED BY THE CONTRACTOR'S OPERATIONS SUCH THAT COMPACTION OF WHERE ADJACENT PAVEMENT IS UNDERMINED BY THE CONTRACTOR'S OPERATIONS SUCH THAT COMPACTION OF BACKFILL TO THE SPECIFIED DENSITY CANNOT BE ACHIEVED, THE CONTRACTOR SHALL PROVIDE LEAN MIX BACKFILL (INCIDENTAL). 12	SAWCUT CONCRETE PAVEMENT (FULL DEPTH). SAWCUT CONCRETE PAVEMENT (FULL DEPTH). 13	THE WATER MAIN CENTERLINE VARIES APPROXIMATELY VARIES 6' TO 8' OFFSET FROM MICHIGAN ST. ROADWAY THE WATER MAIN CENTERLINE VARIES APPROXIMATELY VARIES 6' TO 8' OFFSET FROM MICHIGAN ST. ROADWAY CENTERLINE. PROPOSED WATER MAIN SHALL BE INSTALLED IN THE EXISTING WATER MAIN TRENCH. THE EXISTING AND PROPOSED WATER ALIGNMENTS ARE A GRAPHICAL DEPICTION AND NOT TO BE USED FOR STAKING OR LAYOUT. ALL TEMPORARY SHORING REQUIRED TO CONSTRUCT THE WATER MAIN TRENCH AND SECURE ADJACENT UTILITIES SHALL BE CONSIDERED INCIDENTAL REGARDLESS OF THE FIELD LOCATION OF THE WATER MAIN WITHIN THE APPROXIMATE 6' TO 8' CENTERLINE OFFSET. 14	FULLY SUPPORT AND PROTECT EXISTING UTILITIES TO REMAIN. REFER TO UTILITY NOTES ON SHEET 4 AND SPECIAL FULLY SUPPORT AND PROTECT EXISTING UTILITIES TO REMAIN. REFER TO UTILITY NOTES ON SHEET 4 AND SPECIAL PROVISIONS.
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NOTES: 1.	THE TYPICAL DUCT BANK CONSISTS OF (6) 6" CONDUITS IN A 2X3 ARRAY (ROW X COL.). THE TYPICAL DUCT BANK CONSISTS OF (6) 6" CONDUITS IN A 2X3 ARRAY (ROW X COL.). RE-ARRANGEMENT OF THE DUCT BANK ARRAY IS REQUIRED AT CONNECTIONS TO EXISTING MANHOLES AND MAY BE REQUIRED AT UTILITY CROSSINGS OR IF OTHER OBSTRUCTIONS ARE ENCOUNTERED.  NO CHANGE ORDERS OR MODIFICATIONS TO THE UNIT PRICE BID FOR DUCT BANK SHALL BE PERMITTED REGARDLESS OF THE NUMBER OR TYPE OF SUCH RE-ARRANGEMENT(S) REQUIRED.
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CONSTRUCTION PRACTICES TO MINIMIZE STORM WATER CONTAMINATION TO PREVENT STORM WATER CONTAMINATION FROM OCCURRING, THE FOLLOWING BMP'S WILL BE IMPLEMENTED. 1.	ALL AREAS THAT ARE ROUGH GRADED MUST BE KEPT IN A SMOOTH CONDITION TO ALLOW SHEET FLOW OF STORM WATER WHEREVER ALL AREAS THAT ARE ROUGH GRADED MUST BE KEPT IN A SMOOTH CONDITION TO ALLOW SHEET FLOW OF STORM WATER WHEREVER PRACTICAL AND ALWAYS READY FOR SURFACE APPLICATION OF DEGRADABLE OR NON-DEGRADABLE BLANKETS, MULCH, OR OTHER PROTECTIVE COVERS. 2.	A STABILIZED CONSTRUCTION ENTRANCE/EXIT WILL BE CONSTRUCTED TO REDUCE VEHICLE TRACKING OF SEDIMENTS OFF THE PROJECT A STABILIZED CONSTRUCTION ENTRANCE/EXIT WILL BE CONSTRUCTED TO REDUCE VEHICLE TRACKING OF SEDIMENTS OFF THE PROJECT RIGHT-OF-WAY. 3.	ALL NON-HAZARDOUS WASTE MATERIALS WILL BE COLLECTED AND STORED IN A SECURELY LIDDED METAL DUMPSTER OR OTHER ALL NON-HAZARDOUS WASTE MATERIALS WILL BE COLLECTED AND STORED IN A SECURELY LIDDED METAL DUMPSTER OR OTHER APPROVED CONTAINMENT METHOD AT THE END OF EACH DAY. ANY ALTERNATIVE TO A METAL DUMPSTER MUST BE SUBMITTED IN WRITING FOR APPROVAL BY THE PROJECT ENGINEER. ALL TRASH AND CONSTRUCTION DEBRIS FROM THE SITE WILL BE DEPOSITED IN THE DUMPSTER. THE DUMPSTER WILL BE EMPTIED AS NECESSARY TO FUNCTION AS INTENDED FOR DEBRIS COLLECTION. NO CONSTRUCTION MATERIALS WILL BE BURIED ON-SITE. THE CONTRACTOR'S EROSION CONTROL SUPERVISOR WILL INSTRUCT ALL PERSONNEL REGARDING THE CORRECT PROCEDURE FOR DISPOSAL. 4.	A LICENSED SANITARY WASTE MANAGEMENT CONTRACTOR WILL COLLECT ALL SANITARY WASTE FROM THE PORTABLE UNITS AT A RATE A LICENSED SANITARY WASTE MANAGEMENT CONTRACTOR WILL COLLECT ALL SANITARY WASTE FROM THE PORTABLE UNITS AT A RATE NECESSARY TO MAINTAIN DESIGNED FUNCTION. 5.	ALL VEHICLES ON SITE WILL BE MONITORED FOR LEAKS AND RECEIVE REGULAR PREVENTATIVE MAINTENANCE TO REDUCE THE CHANCE OF ALL VEHICLES ON SITE WILL BE MONITORED FOR LEAKS AND RECEIVE REGULAR PREVENTATIVE MAINTENANCE TO REDUCE THE CHANCE OF LEAKAGE. 6.	FERTILIZERS WILL BE STORED IN A COVERED SHED AND PARTIALLY USED BAGS WILL BE TRANSFERRED TO A SEALABLE BIN TO REDUCE FERTILIZERS WILL BE STORED IN A COVERED SHED AND PARTIALLY USED BAGS WILL BE TRANSFERRED TO A SEALABLE BIN TO REDUCE THE CHANCE OF SPILLAGE. 7.	PETROLEUM PRODUCTS WILL BE STORED IN TIGHTLY SEALED CONTAINERS, WHICH ARE CLEARLY LABELED. PETROLEUM PRODUCTS WILL BE STORED IN TIGHTLY SEALED CONTAINERS, WHICH ARE CLEARLY LABELED. 8.	SPILL KITS WILL BE INCLUDED WITH ALL FUELING SOURCES AND MAINTENANCE ACTIVITIES. SECONDARY CONTAINMENT MEASURES WILL BE SPILL KITS WILL BE INCLUDED WITH ALL FUELING SOURCES AND MAINTENANCE ACTIVITIES. SECONDARY CONTAINMENT MEASURES WILL BE INSTALLED AND MAINTAINED BY THE CONTRACTOR. 9.	ANY ASPHALT SUBSTANCES USED ON SITE WILL BE APPLIED IN ACCORDANCE WITH MANUFACTURER'S RECOMMENDATIONS. ANY ASPHALT SUBSTANCES USED ON SITE WILL BE APPLIED IN ACCORDANCE WITH MANUFACTURER'S RECOMMENDATIONS. 10.	ALL PAINT CONTAINERS AND CURING COMPOUNDS WILL BE TIGHTLY SEALED AND STORED WHEN NOT REQUIRED FOR USE. EXCESS PAINT ALL PAINT CONTAINERS AND CURING COMPOUNDS WILL BE TIGHTLY SEALED AND STORED WHEN NOT REQUIRED FOR USE. EXCESS PAINT WILL NOT BE DISCHARGED TO THE STORM WATER SYSTEM BUT WILL BE PROPERLY DISPOSED OF ACCORDING TO MANUFACTURER'S INSTRUCTION. 11.	MATERIALS AND EQUIPMENT NECESSARY FOR SPILL CLEAN-UP WILL BE KEPT IN AN ENCLOSED TRAILER OR SHED ON SITE. EQUIPMENT MATERIALS AND EQUIPMENT NECESSARY FOR SPILL CLEAN-UP WILL BE KEPT IN AN ENCLOSED TRAILER OR SHED ON SITE. EQUIPMENT WILL INCLUDE, BUT NOT BE LIMITED TO, BROOMS, MOPS, DUST PANS, RAGS, GLOVES, GOGGLES, ABSORBENT MATERIAL (KITTY LITTER), OIL ABSORBENT BROOMS AND DIAPERS, AND BUCKETS. 12.	ALL SPILLS WILL BE CONTAINED AND CLEANED UP IMMEDIATELY UPON DISCOVERY. SPILLS LARGE ENOUGH TO REACH THE STORM WATER ALL SPILLS WILL BE CONTAINED AND CLEANED UP IMMEDIATELY UPON DISCOVERY. SPILLS LARGE ENOUGH TO REACH THE STORM WATER CONVEYANCE SYSTEM WILL BE REPORTED TO THE MINNESOTA DUTY OFFICER AT (800) 422-0798. 13.	CONCRETE TRUCKS WILL NOT BE ALLOWED TO WASH OUT OR DISCHARGE SURPLUS CONCRETE OR DRUM WASTE WATER ON THE SITE, CONCRETE TRUCKS WILL NOT BE ALLOWED TO WASH OUT OR DISCHARGE SURPLUS CONCRETE OR DRUM WASTE WATER ON THE SITE, UNLESS DONE IN AN ENGINEERED CONTAINMENT SYSTEM. THE ENGINEERED SYSTEM MUST INCLUDE SITE DRAWINGS FOR THE PROJECT FILE AND WRITTEN ASSURANCE THAT THE SYSTEM WILL WORK AS DESIGNED AND LEAVE NO DISCHARGE OF CONCRETE OR CONCRETE RESIDUE POTENTIAL TO WATERS OF THE STATE DURING A MINIMUM OF A 100-YEAR STORM EVENT. 14.	FORM RELEASE OIL USED FOR CONCRETE WORK MUST BE APPLIED FOR A PALLET CONTAINING ABSORBENT TO COLLECT EXCESS LIQUID. FORM RELEASE OIL USED FOR CONCRETE WORK MUST BE APPLIED FOR A PALLET CONTAINING ABSORBENT TO COLLECT EXCESS LIQUID. THE ABSORBENT MATERIAL WILL BE REPLACED AND PROPERLY DISPOSED OF WHEN SATURATED. 15.	DISCHARGES FROM BASIN DEWATERING OPERATIONS THAT ARE TURBID OR SEDIMENT LADEN SHALL BE DISCHARGED TO A TEMPORARY DISCHARGES FROM BASIN DEWATERING OPERATIONS THAT ARE TURBID OR SEDIMENT LADEN SHALL BE DISCHARGED TO A TEMPORARY SEDIMENT BASINS CONSTRUCTED ON THE SITE TO PROVIDE TREATMENT PRIOR TO DISCHARGE TO A WATER OF THE STATE. IF BASINS ARE NOT FEASIBLE, DISCHARGES WILL BE DISPERSED OVER NATURAL ROCK RIPRAP, SHEETING, PLASTIC OR OTHER ENERGY DISSIPATION MEASURES.
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